Figure 2-3:

Steam Flash

Production Process Flow Diagram
Coyote Canyon

> HP Steam to PGF
Condensate I:>—>

Condensate |::>—> ::> LP Steam to PGF

Y
Y
Geothermal Fluid — I:D ">D WD
from Wells I I:D I
HP HP LP
Separator Scrubber P Scrubber
Separator

Booster Pump
Condensate I:>—>
Condensate I:>—>
Geothermal Fluid : l:: "> WD
from Wells Ly —>| D ]
HP HP LP
Separator Scrubber Lp Scrubber
Separator
No warranty is made by the Bureau of Land
Management as to the accuracy, reliability, or
completeness of these data for individual use
or aggregate use with other data.
Injection Pump = 'ii i REATEAL
; § 7 SYSTEM OF ;
Booster Pump Condensate to Scrubbers < ; ; 4@5}9::;22? Fluid PUBLIC LANDS
<3 Hot Well Condensate Bureau of Land Management

Scrub Water Pump U.S. Department of the Interior

Bureau of Land Management
Carson City District
Stillwater Field Office
5665 Morgan Mill Road
Carson City, NV 89701
775-885-6000

ES072009005SAC



